UL Listed Hospital Grade Receptacles
The differences between grades

Q: For many years, we have required that UL Listed hospital grade receptacles be installed in patient bed locations and other areas as required by Article 517 of the National Electrical Code®. I am curious: other than the green dot, what is the difference between a hospital grade receptacle and a regular duplex receptacle?

All UL Listed receptacles, including hospital grade receptacles, must comply with applicable construction and performance requirements in UL 498, the Standard for Safety for Attachment Plugs and Receptacles.

In addition to complying with the general use receptacle Listing requirements, hospital grade receptacles incorporate additional construction features and are subjected to additional performance requirements. These include grounding reliability, assembly integrity, strength and durability tests.

Hospital grade receptacles include the same markings that appear on general use receptacles, and also include "Hospital Grade" or "Hosp. Grade", typically on the back of the receptacle where visible during installation. A Green Dot is provided on the receptacle face where it is visible after installation with a cover plate secured.

Receptacles Listed for hospital use are intended for installation and use in accordance with NFPA 99, the Standard for Health Care Occupancies and Article 517 of the National Electrical Code®. Listings for these receptacles can be found in the UL Online Certifications Directory at [www.ul.com/database](http://www.ul.com/database) under the Receptacles for Plugs and Attachment Plugs category (RTRT).